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ABSTRACT 
 
Fire is an uncontrolled and unwanted event, which can result in loss of 
lives or victims and property damage. One of the efforts to overcome fires is using 
a hydrant. Fire hydrant installation is a fixed system fire suppression using 
pressurized water streamed through the pipe and fire hose. Hydrant Installation 
which does not comply will be hampered in extinguishing a fire due to coal. 
The general objective of this research was to study the installation of 
hydrants as one attempt at the fire in PT PJB UBJ O&M Paiton which includes 
source water supplies, water pumping systems for the hydrants, physical condition 
of the hydrant, installation of the hydrant and hydrant maintenance. 
This was descriptive research. Based on acquisition data time, it was a 
cross sectional research. Object research was installation hydrant in PT PJB UBJ 
O&M PLTU Paiton. The primary data was obtained by means of observations and 
field interview, while the secondary data was obtained from company documents. 
Time research was done in july 2014. 
In general, the results of the research showed that the installation of 
hydrants in PT PJB UBJ O&M PLTU Paiton was in complied with the decision of 
the Minister of Public Works No. 02/KPTS/1985 which includes the sources of 
water supply for hydrant can be used at least for 30 minutes of usage, pumping 
water to hydrant system also had a full consisting of jockey pump, main pump and 
diesel as well as maintenance of hydrants was done at regular intervals of 1 
months. But there were still some of the incomplete hydrants, rusted hydrant 
boxes and any hydrant installation obstructed by unit tools. 
Based on the research results, the company recommended complete the 
contents of the incomplete hydrant box, repaint the rusted hydrant boxes, and 
move the hydrant was unobstructed by plants and guard railin to place where 
easily accessible and not obstructed by unit tools 
 
Keywords: hydrant installation, fire 
 
ADLN - PERPUSTAKAAN UNIVERSITAS AIRLANGGA
TUGAS AKHIR GAMBARAN KESESUAIAN ... WAHYU ABDILAH ANAS
viii 
 
ABSTRAK 
 
Kebakaran adalah kejadian yang tidak dapat dikontrol dan tidak 
diinginkan, yang dapat mengakibatkan kerugian korban jiwa dan harta benda. 
Salah satu upaya untuk menanggulangi kebakaran yaitu dengan menggunakan 
hidran. Instalasi hidran kebakaran adalah suatu sistem pemadaman kebakaran 
tetap yang menggunakan media pemadam air bertekanan yang dialirkan melalui 
pipa dan selang kebakaran. Instalasi hidran yang tidak sesuai akan menghambat 
dalam menanggulangi kebakaran akibat batubara. 
Tujuan umum dari penelitian ini adalah mempelajari instalasi hidran 
sebagai salah satu upaya penanggulangan kebakaran di PT PJB UBJ O&M PLTU 
Paiton yang meliputi sumber persediaan air, sistem pemompaan air untuk hidran, 
kondisi fisik hidran, pemasangan hidran dan pemeliharaan hidran. 
Penelitian ini bersifat deskriptif observasional, ditinjau dari waktu 
pengambilan data termasuk penelitian cross sectional. Objek penelitian adalah 
instalasi hidran di PT PJB UBJ O&M PLTU Paiton. Data primer diperoleh dengan 
cara observasi dan wawancara di lapangan sedangkan data sekunder diperoleh 
dari dokumen perusahaan. Waktu penelitian dilakukan pada bulan juli 2014. 
Hasil penelitian menunjukkan bahwa instalasi hidran yang ada di PT PJB 
UBJ O&M PLTU Paiton secara umum sudah sesuai dengan Keputusan Menteri 
Pekerjaan Umum No. 02/KPTS/1985 yang meliputi sumber persediaan air untuk 
hidran bisa digunakan minimal untuk pemakaian selama 30 menit, sistem 
pemompaan air untuk hidran juga sudah lengkap yang terdiri dari jockey pump, 
electric pump, dan diesel pump serta pemeliharaan hidran sudah dilakukan secara 
berkala 1 bulan sekali. Akan tetapi masih ada beberapa isi dari kotak hidran yang 
belum lengkap, kotak hidran ada yang korosif dan pemasangan hidran ada yang 
terhalang oleh peralatan unit. 
Berdasarkan hasil penelitian, perusahaan disarankan untuk melengkapi isi 
kotak hidran yang belum lengkap, melakukan pengecatan ulang untuk kotak 
hidran yang sudah korosif, dan untuk hidran yang terhalang oleh peralatan unit 
sebaiknya harus segera dipindah supaya mudah dicapai dan tidak terhalang oleh 
peralatan lainnya. 
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